






























'AW' = ARIES WAY CITY OF MADISON
'CS' = CALDERA STREET
'MW' = MILKY WAY
'SD' = SATURN DRIVE

SAS STATION LOCATION TOP OF E.I. DEPTH NOTES FROM TO DWNSTRM UPSTRM PLAN SLOPE PIPE PVC NOTES
NO. (OFFSET) CASTING (DNSTM) (UPSTM) E.I. E.I. LGTH (FT) (%) SIZE TYPE

SAS#1 16'AW'+75.00 CL 985.67 975.17 10.50 - EX SAS 7242-001 SAS#1 966.43 975.17 330 2.65% 8" SDR-35 -
SAS#2 14'AW'+47.00 CL 992.71 981.21 11.50 - SAS#1 SAS#2 975.27 981.21 228 2.61% 8" SDR-35 -
SAS#3 37'MW'+31.00 CL 993.74 983.00 10.74 - SAS#2 SAS#3 981.31 983.00 207 0.82% 8" SDR-35 -
SAS#4 38'MW'+08.17 CL 995.45 983.43 12.02 - SAS#3 SAS#4 983.10 983.43 79 0.42% 8" SDR-35 -
SAS#5 39'MW'+25.00 CL 994.81 984.31 10.50 INSTALL INTERNAL CHIMNEY SEAL SAS#4 SAS#5 983.53 984.31 118 0.66% 8" SDR-35 -
SAS#6 42'MW'+36.76 CL 1004.85 994.35 10.50 - SAS#5 SAS#6 984.41 994.35 312 3.19% 8" SDR-35 -
SAS#7 15'CS'+89.26 CL 996.04 985.58 10.46 - SAS#4 SAS#8 983.53 985.99 153 1.61% 8" SDR-35 -
SAS#8 12'SD'+78.00 CL 997.50 985.99 11.51 - SAS#2 SAS#9 981.31 981.70 49 0.80% 8" SDR-35 -
SAS#9 34'MW'+75.00 CL 992.46 981.70 10.76 - EX SAS 7241-007 SAS#7 981.92 985.58 86 4.26% 8" SDR-35 -
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*  REV  11/22/16  EEA
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'AW' = ARIES WAY CITY OF MADISON
'CS' = CALDERA STREET
'MW' = MILKY WAY
'SD' = SATURN DRIVE

STRUC. STATION LOCATION TYPE TOP OF E.I. DEPTH NOTES PIPE FROM TO DISCH. INLET PIPE SLOPE PIPE TYPE NOTES
NO. (OFFSET) CASTING NO. (DNSTM) (UPSTM) E.I. E.I. LGTH (FT) (%) SIZE

S-0 19'AW'+36.63 LT-38.66 15" RCP AE - 975.75 - - P-1 S-0 S-1 975.75 975.90 30 0.50% 15" RCP -
S-1 19'AW'+18.52 LT-15.50 H INLET 978.98 975.90 3.08 FP; W/ R-3067-7004-VB P-2 S-1 S-2 975.90 976.23 63 0.52% 15" RCP -
S-2 18'AW'+63.14 RT-15.50 H INLET 980.39 976.23 4.16 FP; W/ R-3067-7004-VB P-3 S-2 S-3 976.23 979.79 126 2.83% 15" RCP -
S-3 17'AW'+37.34 RT-15.50 H INLET 983.59 979.79 3.80 FP; W/ R-3067-7004-VB P-4 S-3 S-4 979.79 988.10 256 3.25% 15" RCP -
S-4 14'AW'+81.64 RT-15.53 3X3 SAS 992.10 988.10 4.00 W/ R-3067-7004-VB P-4A S-4 S-4A 988.35 988.63 30 0.93% 12" RCP -
S-4A 14'AW'+84.64 LT-15.50 H INLET 992.03 988.63 3.40 W/ R-3067-7004-VB P-4B S-4 S-4B 988.35 989.31 50 1.92% 12" RCP -
S-4B 35'MW'+03.21 LT-15.50 H INLET 992.71 989.31 3.40 W/ R-3067-7004-VB P-5 S-5 S-6 984.06 993.11 235 3.85% 18" RCP -
S-5 17'CS'+86.11 RT-15.50 CONCRETE COLLAR - 984.06 - - P-6 S-6 S-7 993.36 995.69 73 3.19% 15" RCP -
S-6 15'CS'+51.00 RT-15.50 3X3 SAS 997.61 993.11 4.50 W/ R-3067-7004-VB P-7 S-7 S-7A 995.94 996.93 30 3.30% 12" RCP -
S-7 14'CS'+84.59 LT-15.50 3X3 SAS 999.59 995.69 3.90 W/ R-3067-7004-VB * P-7A S-7A S-7B 996.93 997.61 33 2.06% 12" RCP -
S-7A 40'MW'+95.03 RT-15.50 H INLET 1000.53 996.93 3.60 FP; W/ R-3067-7004-VB P-8 S-8 S-9 986.95 989.53 62 4.16% 18" RCP -

* S-7B 41'MW'+08.75 LT-15.50 H INLET 1001.01 997.61 3.40 W/ R-3067-7004-VB P-9 S-9 S-10 989.53 990.03 48 1.04% 18" RCP -
S-8 15'SD'+56.76 RT-15.50 STM TAP - 986.95 - TAP EX IN 7242-012 P-10 S-10 S-11 990.28 990.61 37 0.89% 15" RCP -
S-9 14'SD'+97.17 CL 3X3 SAS 994.03 989.53 4.50 LP; W/ R-3067-7004-V P-11 S-11 S-11A 990.86 991.06 30 0.67% 12" RCP -
S-10 38'MW'+54.00 RT-27.50 3X3 SAS 994.53 990.03 4.50 W/ R-3067-7004-VB + P-11A S-11A S-11B 991.06 991.28 43 0.51% 12" RCP -
S-11 38'MW'+89.00 RT-15.54 H INLET 994.46 990.61 3.85 LP; FP; W/ R-3067-7004-V P-12 S-10 S-12 990.28 990.99 111 0.64% 15" RCP -
S-11A 38'MW'+89.00 LT-15.76 H INLET 994.46 991.06 3.40 LP; W/ R-3067-7004-V P-12A S-12 S-12A 991.24 991.49 31 0.81% 12" RCP -

+ S-11B 39'MW'+32.41 LT-15.50 H INLET 995.06 991.28 3.78 W/ R-3067-7004-VB; (1)
S-12 13'SD'+69.00 LT-15.90 H INLET 994.79 990.99 3.80 LP; FP; W/ R-3067-7004-V
S-12A 13'SD'+69.00 RT-15.61 H INLET 994.76 991.49 3.27 LP; W/ R-3067-7004-V

- APPROXIMATE DISCHARGE E.I. GIVEN, ADJUST E.I. AND PIPE SLOPE IN THE FIELD.
- TOP OF CASTING GRADE GIVEN IS THE TOP OF CURB FOR INLET STRUCTURES AND THE FLOWLINE OF THE CLOSED CASTING FOR SAS's.

(1) 12" KNOCKOUT WEST FOR FUTURE PRIVATE PIPE - TOP OF CONCRETE ROOF (TR) IS 1.25' BELOW TOP OF CASTING UNLESS OTHERWISE NOTED.
- ALL REINFORCED CONCRETE PIPES TO BE CLASS III UNLESS OTHERWISE NOTED.
- SURVEYOR TO CONFIRM THAT ALL INLET STATION / OFFSETS LINE UP WITH PROPOSED CURB AND GUTTER.
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PROPOSED STORM STRUCTURES

STANDARD NOTES:
- ABBREVIATIONS:  AE = APRON ENDWALL; RCP = REINFORCED CONCRETE PIPE; HERCP = HORIZONTAL ELLIPTICAL REINFORCED CONCRETE PIPE; DNA = 
DOES NOT APPLY; SAS = SEWER ACCESS STRUCTURE; LP = LOW POINT INLET STRUCTURE; FP = FIELD POURED STRUCTURE; TR = TOP OF CONCRETE ROOF; 
NCM = NO CROWN MATCH FOR PIPES; UD = UNDERDRAIN

- ALL STRUCTURES CALLED OUT AS FIELD POURED SHALL BE FIELD POURED.  ALL OTHER STRUCTURES (NOT INDICATED AS FIELD POURED) SHALL BE 
SUBMITTED TO CITY ENGINEERING FOR APPROVAL IF PRECAST STRUCTURES ARE PREFERRED.  CONTACT ELIA E. ACOSTA OF CITY ENGINEERING AT (608) 
266-4096 FOR PRECAST APPROVALS,  FAX SHOP DRAWINGS TO (608)264-9275, OR EMAIL SHOP DRAWINGS TO EACOSTA@CITYOFMADISON.COM.

PROPOSED STORM PIPES

ALIGNMENT CODES:

NOTES:
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