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WATER BUILDING

SERVICE

6" SW INV:976.00

8" X 6" TEE

8" NW INV:977.20

6" NE INV:977.28

8" SE INV:977.20

43.7 L.F. of 6" WATER @ -2.61%

SAN MH5

RIM:981.26

8" S INV:970.84

8" NW INV:971.09

57.4 L.F. of 6" SAN @ -1.04%

SAN BUILDING SERVICE B3

6" W INV:971.40

WATER BUILDING

SERVICE

6" W INV:973.50

8" X 6" TEE

8" N INV:974.10

8" S INV:974.10

6" E INV:974.10

61.3 L.F. of 6" WATER @ 0.94%

SAN MH4

RIM:982.59

8" SW INV:970.33

8" N INV:970.58

SAN MH3

RIM:980.29

8" NE INV:969.09

6" SE INV:969.17

8" NW INV:968.84

SAN. BUILDING SERVICE B4

6" NW INV:969.44

25.8 L.F. of 6" SAN @ -1.04%

WATER BUILDING

SERVICE

6" NW INV:972.00

8" X 6" TEE

8" NE INV:972.02

6" SE INV:972.50

8" SW INV:972.02

41.9 L.F. of 6" WATER

 @ -1.19%

WATER BUILDING

SERVICE

6" NE INV:971.50

8" X 6" TEE

8" SE INV:967.68

6" SW INV:968.69

8" NW INV:967.68

49.5 L.F. of 6" WATER @ 2.02%

SAN BUILDING SERVICE CH

6" NE INV:970.00

40.6 L.F. of 6" SAN @ -4.91%

SAN CONNECT1

8" SE INV:967.93

8" NW INV:967.93

6" SW INV:968.01

8" X 6" TEE

8" SE INV:967.53

8" NW INV:967.53

6" NE INV:968.83

SAN MH2

RIM:976.78

8" SE INV:967.70

8" W INV:967.44

6" NE INV:969.44

77.2 L.F. of 6" SAN @ -3.31%

SAN BUILDING SERVICE B2

6" SW INV:972.00

WATER BUILDING

SERVICE

6" SW INV:973.00

71.2 L.F. of 6" WATER @ -5.47%

SAN MH1

RIM:977.83

8" E INV:966.29

8" W INV:966.04

6" N INV:966.38

SAN BUILDING SERVICE B1

6" S INV:969.91

49.5 L.F. of 6" SAN @ -7.13%

EX. CITY SAS#7117-011

RIM:977.28

EX. 8" S INV: 965.30±

EX. 8" NW INV: 966.40±

8" E INV:965.40

EX. CITY SAS#7117-012

RIM:984.06

EX.8" SE INV:969.50

8" NE INV:969.60

WATER BUILDING

SERVICE

6" S INV:971.50

32.7 L.F. of 6" WATER @ 0.37%

8" X 6" TEE

6" N INV:971.36

8" E INV:971.28

8" W INV:971.28

SAN MH7

RIM:982.27

8" SW INV:970.38

8" E INV:970.63

WATER BUILDING

SERVICE

6" S INV:976.81

47.0 L.F. of 6" WATER @ 0.00%

8" X 6" TEE

8" W INV:976.72

8" E INV:976.72

6" N INV:976.81

SAN MH8

RIM:984.50

8" W INV:971.76

6" N INV:971.84

44.1 L.F. of 6" SAN @ 1.04%

SAN MH6

RIM:982.61

6" NE INV:971.61

8" SE INV:971.51

SAN BUILDING SERVICE A3

6" SW INV:972.05

42.2 L.F. of 6" SAN @ 1.04%

SAN. BUILDING SERVICE A1

6" SE INV:972.00

SAN CONNECT2

8" SW INV:970.05

6" NW INV:970.13

8" NE INV:970.05

33.7 L.F. of 6" SAN @ 5.55%

WATER BUILDING

SERVICE

6" SE INV:974.32

8" X 6" TEE

8" S INV:976.05

8" N INV:976.05

6" W INV:974.32

35.5 L.F. of 6" WATER @ 0.00%

SAN. BUILDING

SERVICE A2

6" S INV:972.30

8" X 6" WYE

8" S INV:970.72

8" N INV:970.72

6" E INV:970.80

GENERAL NOTES:

1. THE UNDERGROUND UTILITY INFORMATION SHOWN ON

THIS DRAWING IS BASED ON FIELD LOCATIONS AND/OR

RECORDS FURNISHED BY MUNICIPALITIES AND UTILITY

COMPANIES. THE LOCATION AND ACCURACY OF WHICH

CANNOT BE GUARANTEED.  THERE MAY BE ADDITIONAL

UNDERGROUND UTILITY INSTALLATIONS WITHIN THE

PROJECT AREA THAT ARE NOT SHOWN.

2. VERIFY ACTUAL LOCATIONS AND INVERTS IN THE FIELD.

ANY POTENTIAL ERRORS, OMISSIONS, OR

DISCREPANCIES SHALL BE BROUGHT TO THE

ATTENTION OF THE ENGINEER PRIOR TO PROCEEDING

WITH CONSTRUCTION.

3. WORK TO BE COMPLETED IS INDICATED IN BOLD TYPE

LINES AND EXISTING CONDITIONS ARE INDICATED BY

LIGHT TYPE LINES.

4. ELECTRONIC CIVIL FILES ARE AVAILABLE UPON

WRITTEN REQUEST.  DO NOT USE ELECTRONIC CIVIL

FILES TO LAYOUT FOUNDATIONS, COLUMN LINES, LIGHT

POLES, OR OTHER NON CIVIL SITE WORK.  REFER TO

ARCHITECTURAL DRAWINGS FOR DIMENSIONS OF

BUILDING AND ARCHITECTURAL FEATURES.

5. ALL UTILITIES WITHIN 5 FEET OF PAVED AREAS SHALL

REQUIRE GRANULAR BACKFILL.  SLURRY BACKFILL IS

REQUIRED FOR ALL WORK IN PUBLIC RIGHT OF WAY.

6. PRIVATE STORM INLETS IN PAVEMENT SHALL REQUIRE

DRAIN TILE STUBS OF 10 FEET IN TWO DIRECTIONS FOR

SUBDRAINAGE.  RIM GRADE FOR STORM INLETS IN

CURB AND GUTTER ARE FLOW LINE GRADES.

7. WORK IN PUBLIC RIGHT OF WAY SHALL FOLLOW

MATERIAL AND INSTALLATION REQUIREMENTS PER

MUNICIPAL AND/OR COUNTY.

8. PRIVATE STORM SEWER 12-INCH DIAMETER OR LARGER

SHALL BE HDPE.  BELOW 12-INCH DIAMETER SHALL BE

PVC SDR-35 ASTM D3034.  PRIVATE WATER MAIN SHALL

BE CLASS 150 DR 18 PVC CONFORMING TO AWWA C-900.

PRIVATE SANITARY SEWER SHALL BE PVC SDR-35 ASTM

D3034.

9. COORDINATE FINAL LOCATION AND DESIGN OF PRIVATE

UTILITY SERVICES (ELECTRIC, GAS, PHONE, CABLE)

WITH UTILITY COMPANIES.

10. ALL PUBLIC SEWER TO BE IN ACCORDANCE WITH THE

CITY OF MADISON STANDARDS AND STANDARD

SPECIFICATIONS FOR SEWER AND WATER

CONSTRUCTION IN WISCONSIN.

PROPOSED WATER SERVICE

PROPOSED SANITARY SEWER

PROPOSED STORM SEWER

LEGEND:

GRAPHIC SCALE

00 100' 200'

PROPOSED STORM INLET

PROPOSED STORM MANHOLE

PROPOSED SANITARY MANHOLE

THE UNDERGROUND UTILITY INFORMATION SHOWN ON THIS MAP IS BASED ON FIELD

MARKINGS AND INFORMATION FURNISHED BY UTILITY COMPANIES AND THE LOCAL

MUNICIPALITY.  WHILE THIS INFORMATION IS BELIEVED TO BE RELIABLE, ITS ACCURACY AND

COMPLETENESS CANNOT BE GUARANTEED.

PROPOSED WATER MAIN VALVE

PROPOSED WATER HYDRANT

CLUBHOUSE
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PROPOSED PUBLIC

UTILITY EASEMENT
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44.1 L.F. of 6" SAN @ 1.04%

SAN. BUILDING SERVICE A1

6" SE INV:972.00

SAN CONNECT2

8" SW INV:970.05

6" NW INV:970.13

8" NE INV:970.05

EX SAN MH2

CITY SAS# 7117-012

SAN MH7

SAN MH8

968

970

972

974

976

978

980

982

984

986

988

968

970

972

974

976

978

980

982

984

986

988

9+50 10+00 10+50 11+00 11+50 12+00 12+50 13+00 13+50 14+00 14+50

216.7
 L

.F
. 8

"  
S

A
N

 @
 0

.5
2%

150.3
 L

.F
. 8

"
S

A
N

 @
 0

.5
2%

6" WATER

INV:974.30

6" WATER

INV:976.79

15" STORM

INV:973.71

SAN MH7

STA:11+50.33 OFF:0.00

RIM:982.27

8" SW INV:970.38

8" E INV:970.63

EX SAN MH2

CITY SAS# 7117-012
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RIM:984.06

8" NE INV:969.60

EX 8" SE INV: 969.50

SAN MH8
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